
 

Addendum #1 – Additional Clarifications. 
 

Project:  Urgent Care, VAMC SLC  From: Will Felt 

Project No: 20140045 Date: August 4, 2016 

    

 

 

 

SPECIFICATIONS 

26 12 19 –  

1. For any discrepancies between 261219 and 261200, use 26 12 00 Medium Voltage 

Transformers.   

 

26 12 00 – 2.2.1.2 

2. Provide Bay-O-Net PRCLF fuses.   

 

 



 

DRAWINGS 

EP601 ONE-LINE DIAGRAM 

1. Provide a 600 amp, 208/120V, 3 phase, 4 wire, NEMA 1, Emergency Power 

distribution panel.  Panel shall have a 100 amp 3 phase circuit breaker for life safety power 

and two 400 amp 3 phase circuit breakers for critical and emergency equipment power.  

This shall replace the three emergency disconnecting circuit breakers.   

 

EL601 LIGHTING FIXTURE SCHEDULE 

2. Please add the following lighting fixtures to the accepted submittal list.   

 

 
 

VA URGENT CARE

TYPE: JRC RMLC

AS-4 NOT ENOUGH LIGHT OUTPUT/NEED 4' LENGTH

AS-99 WINONA (WLAWC801L-LSL-4-MSL4-SSY1-INT-AL1AH1 35K MVOLT CA SCBA)

DX-1 JUNO (L6-1535U-G3 / L600PCQ-WH / HB-TL) PRESCOLITE (LF6LEDG4 6LFLED6G435K B24)

DX-2 JUNO (L6-1535U-G3 / L600PCQ-WH-WET / HB-TL) PRESCOLITE (LF6LEDG4 6LFLED6G435K-NCT)

DX-3 DOWNLIGHT SUBMITTED PRESCOLITE (LF6LEDG4WW 6LFLED6G435K-WW)

DX-4 TOO DEEP PRESCOLITE (LC6LED120/277DM/6LCLED635K8)

DX-5 JUNO (L4-1335U-G3/ L400P-CQ-WH/ HB-TL) WALL WASH SUBMITTED

DX-6 KURTZON (VL-PBD-4-8-DLM35-UNV-SRST-AH) DOWNLIGHT SUBMITTED

DX-7 PRESCOLITE (LF6LED8G4/ 6LFLED8G435K-SCA6D)

DX-8 JUNO (L62335UG3/ L600P-CQ-WH/ HB-TL) PRESCOLITE (LF6LEDG4/ 6LFLED7G35K)

E10-1 ISOLITE (ELT-FT AC G 1C BA XX UC) HUBBELL (LE-*-S-G-*-W-A)

E10-2 ISOLITE (ELT-FT AC G 2M BA XX UC) HUBBELL (LE-*-D-G-*-W-A)

G-2 LITHONIA (2BLT2 33L ADP  EZ1 LP835) HUBBELL (PRL22-35-ML-G-ED-U)

G-2F LITHONIA (2BLT2 33L ADP EZ1 LP835 DGA22) HUBBELL (PRL22-35-ML-G-ED-U-FK22)

G-4 LITHONIA (2BLT4 40L ADP EZ1 LP835) HUBBELL (RLA24-35LWG-EDU)

G-4F LITHONIA (2BLT4 40L ADP EZ1 LP835 DGA24) HUBBELL (RLA24-35LWG-EDU-FK24)

G-5 LITHONIA (2BLT4 72L ADP EZ1 LP835) HUBBELL (RLA24-35VLG-EDU)

G-5F LITHONIA (2BLT4 72L ADP EZ1 LP835 DGA24) HUBBELL (RLA24-35VLG-EDU-FK24)

G-6 LITHONIA (2BLT4 60L ADP EZ1 LP835) HUBBELL (RLA24-35HLG-EDU)

GS-3 HUBBELL (LJT24-35MLG-FAA12125-EDU)

GF-4 KURTZON (EL R 5 2X4 3/ LED9 35K UNV PXL:6900 LMS NOT TAMPER RESISTANT

SA-1 VISIONEERING (LCOM48-LED835K030LUNV-P82)

SA-2 VISIONEERING (LCOM48-LED835K044LUNV-P82)

TX-22 ACUITY-MAL (SPRL 2FT TBD N35AD 120/277 FA) LUMENWERX (V3SKIS-GRO-LED-80-500-35-2FT-UNV-D-1-TBD-SCBA)

TX-23 ACUITY-MAL (SPRL 3FT TBD N35AD 120/277 FA) LUMENWERX (V3SKIS-GRO-LED-80-500-35-3FT-UNV-D-1-TBD-SCBA)

TX-34 ACUITY-MAL (SPRL 4FT TBD N35AD 120/277 FA) LUMENWERX (V3SKIS-GRO-LED-80-500-35-4FT-UNV-D-1-TBD-SCBA)

TX-2XV ACUITY-MAL (SPRL XFT TBD N35AD 120/277 FA-VISOR) LUMENWERX (V3SKIS-GRO-LED-80-500-35-XFT-UNV-D-1-TBD-SCBA-VISOR)

TX-2XP ACUITY-MAL (SPRL XFT TBD N35AD 120/277 FA) LUMENWERX (V3SKIS-GRO-LED-80-500-35-XFT-UNV-D-1-TBD-SCBA)

TX-3 IMPACT (C5526.LED-35HI-CBA-DM110) LUMENWERX (PCROS-24-ULO-FH-LED-80-4500-35-UNV-D-1-SUR-SCBA)

TX-4 VOLT LIGHTING (Q3K RC 24V/ UVL96/ CH-014-C) FEEUX (LDSL 10-UNV/ SLLPTC)

TX-5 ARE WE ONLY USING WHAT IS CURRENTLY INSTALLED????

UC-8 HEALTHCARE LIGHTING (HUC523-MVOLT-LED35-GW) AIRY-THOMPSON (13RLN35K-24-3)

WX-1

WX-2

ZX-1 5000 LUMENS SUBMITTED/ SQUARE POLE??? SQUARE HEAD ACCEPTABLE?

ZX-1D 5000 LUMENS SUBMITTED/ SQUARE POLE??? SQUARE HEAD ACCEPTABLE?

NOTHING SUBMITTED

FIXTURE REJECTED

FURTHER REVIEW BY CLS/JMG



 

 
 

 

End of ASI.   

VA URGENT CAREVA URGENT CARE

TYPE: SSCO QUANTUM

AS-4 NOT ENOUGH LIGHT OUTPUT CAN'T VERIFY LUMEN OUTPUT

AS-99 A LIGHT (J1-4-LH(12W/FT)35-U-A-WB-SCBA-D) CAN'T VERIFY LUMEN OUTPUT

DX-1 PHILIPS (P6RD15NZ10UVB W/P6RD835VB W/P6RDW EATON (LD6A15D010TE ERW6A158356LW1LIWFHB26)

DX-2 PHILIPS (P6RD15NZ10UVB W/P6RD835VB W/P6RDW PATHWAY (6VLFLXWL150035KUNVD8-6VLEDWLSCLPF-26UBH)

DX-3 PHILIPS (P6RD15NZ10UVB W/P6RD835VB W/P6RLWW EATON (LD6A15D010TE ERM6A15835 6LM111LIWFHB26

DX-4 PHILIPS (P6RD15NZ10UVB W/P6RD835VB W/P6RDW NOT WET LOCATION RATED

DX-5 REJECTED

DX-6 NEW STAR (DLM6-HA-L335AA-A-1-UN)

DX-7 PHILIPS (C6L30N1VBZ10V W/C6L1520DL35KWCCLWVB W/SCA) NO SLOPE CEILING ADATPER

DX-8 PHILIPS (P6RD20NZ10UVB W/P6RD835VB W/P6RDW EATON (LD6A20D010TE ERW6A158356LW1LIWFHB26)

E10-1 PHILIPS (CA-6-GC-W-1-IC) EVENLITE (SOV-AC-G-1C-BA-XX-UC)

E10-2 PHILIPS (CA-6-GC-W-2-IC) EVENLITE (SOV-AC-G-2M-BA-XX-UC)

G-2 PINNACLE (LU22A-35MO-G1-UNV-1D-W)

G-2F PINNACLE (LU22A-35MO-FL-UNV-1D-W)

G-4 PINNACLE (LU24A-35MO-G1-UNV-1D-W)

G-4F PINNACLE (LU24A-35MO-G1-UNV-1D-W-FL)

G-5 PINNACLE (LU24A-35VHO-G1-UNV-1D-W)

G-5F PINNACLE (LU24A-35VHO-G1-UNV-1D-W-FL)

G-6 PINNACLE (LU24A-CL355400-G1-UNV-1D-W)

GS-3 PHILIPS (2TG48L835-4-FA-02F0UNV-DIM) EATON (24GR--LD4-48-A125-UNV-L835-CDEQ-U-CLIP-U)

GF-4 NOT GASKETED

SA-1

SA-2

TX-22 PRUDENTIAL (BIO-PSTD-REG3-LED35-HO-2'-TMW-AWW-D1G-WTW-SC-UNV-XX-DM10)

TX-23 PRUDENTIAL (BIO-PSTD-REG3-LED35-HO-3'-TMW-AWW-D1G-WTW-SC-UNV-XX-DM10)

TX-34 PRUDENTIAL (BIO-PSTD-REG3-LED35-HO-4'-TMW-AWW-D1G-WTW-SC-UNV-XX-DM10)

TX-2XV PRUDENTIAL (BIO-PSTD-REG3-LED35-HO-XX-TMW-AWW-D1G-WTW-SC-UNV-XX-DM10)

TX-2XP PRUDENTIAL (BIO-PSTD-REG3-LED35-HO-XX-TMW-AWW-D1G-WTW-SC-UNV-XX-DM10)

TX-3 PRUDENTIAL (P4020-LED35-PROG 5190 LUMENS-FWA-CBA-D1-SC-UNV-SUR-XX-DM10)

TX-4 Q-TRAN LED (IQ65-MW-30-90-6. IQA-XX)

TX-5

UC-8 NEW STAR (MUS2-HC-L1-35-A-UN)

WX-1

WX-2

ZX-1 ANP LIGHTING (LA633-1-NL-P046LD4-D-T3-40K-XX-SCBA 22' SSS (ANPL, KW)

ZX-1D ANP LIGHTING (LA633-1-NL-P046LD4-D-T3-40K-XX-SCBA 22' SSS FOR DUAL HEAD (ANPL, KW)

NOTHING SUBMITTED

FIXTURE REJECTED

FURTHER REVIEW BY CLS/JMG


